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NOTE:

THE VENbOR SUPPLIED PUMP CABLE SHALL BE SPLICED
INSIDE THE NEMA 6P JUNCTION BOXES, SEPARATING THE
CONTROL WIRES FROM THE POWER CONDUCTORS.
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OAKDALE AVEUE PUMP STATION

GAS SEAL (TYP)

DIV. 16 DISCONNECT
SWITCH T~

SCALE: I'=20’

NEMA 6P JUNCTION BOX
FOR MOTOR CONTROL WIRING

TEE FITTING

SCREW-ON CAP
(FOR DRAINING)
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3.5° CONDUIT FROM
T~ ELECTRICAL PEDESTAL

I* CONDUIT TO MAIN 7
/‘——JUNCTION BOX
SEE NOTE THIS SHEET

CONDUIT WALL SEAL AS
SPECIFIED IN DIV, 16
(TYPICAL)

I* CONDUIT TO
WET WELL MANHOLE

(4 CONTROL WIRES FOR THERMAL SENSORS AND MOISTURE SECTION
DETECTORS) ROUTE THE 4 CONTROL WIRES IN A I" CONDUIT
TO THE MAIN JUNCTION BOX. ROUTE THE POWER CONDUCTORS N.T.S. E__.J
IN A 1* CONDUIT TO THE DISCONNECT SWITCH.
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