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NOTES:

1. EXISTING UNDERGROUND UTILITIES ARE
‘NOT SHOWN ON THIS DRAWING.
CONTRACTOR SHALL LOCATE ALL
UNDERGROUND WATER MAINS,
CHEMICAL FEED LINES AND CONDUIT
PRIOR TO ANY EXCAVATIONS.

2. THE ELECTRICAL CONTRACTOR SHALL
DISCONNECT- AND REMOVE THE EXISTING

15 KVA 240-120/208 V. TRANSFORMER

LOCATED AT THE POTASSIUM HYDROXIDE CHEMICAL
FEED BUILDING AND INSTALL A PULLBOX IN ITS PLACE.
REFER TO BLOCK WIRING DIAGRAM, THIS

SHEET, FOR WIRING WITHIN CHEMICAL
FEED BUILDINGS.

3. TERMINATE' CONDUIT INSIDE PO A’?IUM y&

D
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N
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ROUND CAST IRON FRAME AND COVER

ENGRAVED “ELECTRIC”, “INSTRUMENTATION",

AND/OR “TELEPHONE” AS REQUIRED
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